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FOOTING SCHEDULE

MARK NO. SIZE / DESCRIPTION REINFORCING REMARKS

F1 1'-6" WIDE x 1'-6" THICKENED SLAB
EDGE

(3) #5's LONG. #5's LAT @ 24"o.c. REINFORCE TOP & BOTTOM

F2 1'-6" WIDE x 1'-0" THICKENED SLAB (3) #5's LONG. #5's LAT @ 24"o.c. REINFORCE TOP & BOTTOM

F3 2'-0" WIDE STRIP x 1'-6" THICKENED
SLAB

(3) #5's CONT. w/ LAT. @ 24"o.c. REINFORCE TOP & BOTTOM

F4 2'-0" x 1'-6" x 1'-6" THICK THICKENED
SLAB EDGE

(3) #5's CONT. w/ LAT. @ 24"o.c. REINFORCE TOP & BOTTOM

F3.5 3'-6" SQ. x 1'-6" THICKENED SLAB (2) LAYERS #5's @ 8" o.c.e.w. REINFORCE TOP & BOTTOM

F4 4'-0" SQ. x 1'-6" THICKENED SLAB (2) LAYERS #5's @ 8" o.c.e.w. REINFORCE TOP & BOTTOM

F5.5 5'-6" SQ. x 1'-6" THICKENED SLAB (2) LAYERS #5's @ 8" o.c.e.w. REINFORCE TOP & BOTTOM

F6.5 6'-6" SQ. x 1'-6" THICKENED SLAB (2) LAYERS #5's @ 8" o.c.e.w. REINFORCE TOP & BOTTOM

NOTES:

1. COORDINATE ALL F.F.E. AND SLAB SLOPES w/ ARCH.

2. SW-1 INDICATES LOCATION OF OSB ATTACHED WITH 8d NAILS @ 4" o.c. AT EDGE OF EACH
SHEAR WALL LOCATION.

3. HD INDICATES LOCATION OF SIMPSON HDU5-SDS2.5 HOLD DOWN AT END OF EACH SHEAR
WALL LOCATION.

4. COORDINATE ALL DIMENSIONS WITH ARCH. FINAL METAL BUILDING COLUMN & ANCHOR BOLT
LOCATION TO BE COORDINATED WITH METAL BUILDING SHOP DRAWINGS.

5. CONTRACTOR SHALL SUBMIT METAL BUILDING SHOP DRAWINGS SIGNED AND SEALED BY
ENGINEER LICENSED IN THE STATE OF GEORGIA. FOOTING SIZES WILL BE REVIEWED BASED ON
THE SHOP DRAWINGS REACTIONS. FOOTING SIZES MAY CHANGE BASED ON THE FINAL SHOP
DRAWING REVIEW.

6. "H#" ON PLAN DENOTES LOCATION OF HAIRPINS. SEE SECTION 14/S4.1 FOR HAIRPIN SIZES.

7.  ALL EXTERIOR LOAD BEARING WALLS TO BE 2x6 STUDS @ 16"o.c. U.N.O.  ALL TOWER WALLS
TO BE (2) 2x6 STUDS @ 12"o.c.

8.  ALL INTERIOR LOAD BEARING AND NON-LOAD BEARING SHEAR WALLS (EXCLUDING ANY
TOWER FRAMING WALLS) SHALL BE 2x4 STUDS @ 16"o.c.
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