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SECOND FLOOR LIGHTING PLAN - NEW WORK

EM

T22

NOT IN CONTRACT

GENERAL NOTES:

A. ALL EMERGENCY LIGHTING WILL BE WIRED TO BE
SWITCHED ON/OFF WITH THE ROOM LIGHT SWITCH.

B. UNLESS OTHERWISE NOTED, ALL LIGHTING FIXTURES
SHOWN ON THIS SHEET SHALL BE FED FROM
PANELBOARD PP2 LOCATED IN ELEC ROOM 141.

CONSTRUCTION NOTES:

1. PROVIDE (1) WALL MOUNTED OCCUPANCY SENSOR
LIGHT SWITCH WITH DIMMING CAPABILITIES AT THIS
LOCATION.

2. CIRCUIT NEW LUMINAIRES TO EXISTING LIGHT SWITCH
BRANCH CIRCUIT IN THIS CORRIDOR LOCATION.

3. CIRCUIT NEW LIGHT SWITCHES TO EXISTING LUMINAIRE
BRANCH CIRCUIT IN THIS ROOM.

SCALE: 1/8"=1-0"
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