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REVISIONS

DATE

FEEDER SCHEDULE — COPPER
FEEDER PHASE & NEUTRAL | GND CONDUCTOR 2—-WIRE 3—WIRE 4—-WIRE
# CONDUCTORS (PER CONDUIT) CONDUIT SIZE CONDUIT SIZE CONDUIT SIZE
12 12 1/2" 1/2" 1/2" A NEW
(25 10 10 1/2" 3/4" 3/4"
10 10 1/2" 3/4" 3/4" FACILITIES
Gy 8 10 3/4" 3/4” " SHOP
8 10 3/4" 3/4" 1"
8 10 3/4" 3/4” 1" FOR:
8 10 3/4” 3/4” 1"
(60 6 10 3/4” 1” 1-1/4”
70 4 8 1" 1-1/4" 1-1/4"
80 4 8 1” 1-1/4" 1-1/4"
90 4 8 1" 1-1/4" 1-1/4"
3 8 17 1-1/4" 1-1/4"
(110 2 6 17 1-1/4" 1-1/2"
{2 1 6 1-1/4" 1-1/2" 2"
{150 1/0 6 1-1/4 1-1/2" 2
(479 2/0 6 1-1/4" 2" 2"
3/0 6 1-1/2" 2" 2-1/2" OCONEE
70 4/0 4 1-1/2" 2" 2-1/2" COUNTY
250 250 4 2 2-1/2" 3
300 350 4 2" 3" 3"
500 3 — 3 3-1/2"
é00) 500 3 — 3" 3-1/2”
PANELBOARD SCHEDULE A
VOLTAGE |120/208 AMPS 400 MOUNTING SURFACE |NOTES:
PHASE 3 MAIN MLO ENCLOSURE NEMA 1 |"BRANCH CIRCUITS ARE (2)#12, (1)#12 GND IN 172" COND,
WIRE 2 MINAIC 10,000 UON. SEE CIRCUIT SCHEDULE
CONNECTED LOADS 4 AWG OR LARGER BARE COPPER CONDUCTOR OR
CIR# | TYPE| DESCRIPTION BKR | CKT"| KVA | PHASE| KVA | CKT" | BKR DESCRIPTION TYPE| CIR# STEEL REINFORCING BAR OR ROD NOT LESS THAN
1 H [F-1 100/2 8.0 A 8.0 100/2 |F-2 H 2 1/27 IN DIAMETER, MINIMUM 20° LONG
3 [ Hi | 8.0 B 8.0 L H 4 | T i
5 | H |[HP-1 60/2 36 C 36 60/2 |HP-2 H 6 GROUNDING ELEC RODE\
7 [ 0] | 36 A 36 L H 8
9 | H [F3 100/2 8.0 B 04 201 |TTB R| 10
11 | H |l | 8.0 c 0.2 20/1 |TLT EXHFANS N | 12 NON-METALLIC PROTECTIVE SLEEVE
13 | H [HP3 60/2 36 A 06 20/1 |WASHING MACHINE N | 14
15 | H I | 36 B 3.0 3512 |DRYER H| 16 WATKINSVILLE:
LISTED CONNECTION
17 | H [WATERHEATER 2012 15 c 3.0 L H| 18 GEORGIA
19 | H |l | 15 A 0.0 201 |SPARE 20
21 | R |STAFF RECEPTACLES 20/1 0.0 B 05 20/1 |REFRIGERATOR R | 22
23 | R |STAFF RECEPTACLES 20/1 0.0 C 1.2 20/1 |MICROWAVE R | 24
25 | R |STAFF RECEPTACLES 201 0.0 A 0.7 20/1 |DISHWASHER R | 26
27 | R [STAFF RECEPTACLES 201 0.0 B 06 20/1 |BREAK RECEPTACLES R | 28 '
29 SPARE 20/1 0.0 5 0.8 20/1 |GENERAL RECEPTACLES R | 30 2" MINIMUM IDDL
31 SPARE 2011 0.0 A 0.0 20/1 |SPARE 32 FOUNDATION-IN' DIRECT —~
33 | R |MEDIA RECEPTACLES 201 0.0 B 06 20/1 |ADMIN RECEPTACLES R | 34 ' CONTACT WITH EARTH CHITECTURE, B.
35 | R |MANAGERRECEPTACLES | 20/1 0.0 c 0.0 201 |SPARE 36
37 | R [coPER 20/1 12 A 0.0 201 |SPARE 38
39 | R [PRNTER 201 1.2 B 14 20/1 |OFFICE LIGHTS L | 40
41 | R [LT. swiTcH 20/1 0.8 c 0.0 201 |SPARE 42
43 SPARE 20/1 0.0 A 0.0 201 |SPARE 44
45 SPARE 201 0.0 B 0.0 201 |SPARE 46 20 FOOT MINIMUM
47 | N [ARCOMPRESSOR 2012 2.0 C 26 30/2 | DEDICATED 30-AMP A | a8
49 | N i | 2.0 A 26 L A | 50
51 | R |WORKBENCHQUAD 20/1 0.4 B 26 30/2 | DEDICATED 30-AMP A | 52 CONCRETE ENCASED ELECTRODE DETAIL AMERICAN
53 | R |WORKBENCHQUAD 201 0.4 c 26 I A | sa INSTITUTE
55 | R |WORKBENCHQUAD 20/1 0.4 A 26 30/2 | DEDICATED 30-AMP A | 56 OF
57 | R |WORKBENCHQUAD 20/1 0.4 B 26 L A | 58 ARCHITECTS
59 | R |SHOPRECEPTACLES 201 0.4 C 16 20/1 |ROLL-UP DOOR R | 60
61 R |SHOP RECEPTACLES 20/1 0.4 A 16 20/1 |ROLL-UP DOOR R 62 497 BROOMSEDGE COURT
63 | R |SHOPRECEPTACLES 20/1 0.4 B 04 20/1 |EXTERIOR RECEPTACLES R | 64 BOLIVIA, NC
65 | R |SHOPRECEPTACLES 201 04 c 0.0 201 |SPARE 66 284727
67 | R |SHOPRECEPTACLES 201 0.4 A 1.2 20/1 |SHOPLIGHTS L | es (400)
69 | R |SHOPRECEPTACLES 20/1 0.4 B 07 20/1 |EXTERIOR WALL PACKS L | 70 —~ (404) 285-8646
71 20/1 0.0 g 0.0 20/1 72
Ll TITLE: ELECTRICAL
TOAD SUMMARY 00— AMP PA':E'- SCHEDULES
ADJ UTILITY DISCONNECT H O] 120,/208
LOAD TYPE CNNT KVA FACTOR DMD KVA TRANSFORMER AND METER . 3—PH
APPLIANGE (A) 156 100% 15.6 CONNECTED KVA 117.9 400A
ELECTRIC HEAT (H) 786  100% 786 DEMAND KVA 1226 2501
LIGHTING (L) 33 125% 41 DEMAND AMPS 340.6
NON-CONT MOTORS (M) 0.0 100% 0.0 | (00 09.11.26
RECEPTACLE (R) 156  125% 19.5 PHASE A CONNECTED AMPS 350.0 7
OTHER CONT (C) 0.0 125% 0.0 PHASE B CONNECTED AMPS 360.0 NEC GROUND
OTHER NON-CONT (N) 438 100% 4.8 PHASE C CONNECTED AMPS 272.5 SHEET #
KITCHEN EQUIPMENT* 0.0 60% 0.0 MAX IN-BALANCE 27%

ELECTRICAL RISER DIAGRAM
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