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SIDE YARD (SECONDARY ROAD) SETBACK:

10' FROM PROPERTY LINE (NON-RESIDENTIAL ABUTTING)

SIDE YARD SETBACK: 10' FROM PROPERTY LINE (NON-RESIDENTIAL ABUTTING)
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EXISTING TREES OBSERVED IN FIELD,
LOCATIONS APPROXIMATE (TYP.)
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6" SDR 35 PVC @ 3.61%

6" SDR 35 PVC
@ 1.00% MIN

PUMP CONTROL PANEL
DUPLEX LIFT STATION

VALVE VAULT FORCE MAIN

TRANSFORMERS

410 LF 3" SCH 40
PVC FORCE MAIN

CONSTRUCT WITH NO
HIGH POINTS BETWEEN

VALVE VAULT AND
DISCHARGE MANHOLE

EXISTING WATER LINE.
CONTRACTOR TO FIELD

VERIFY SIZE AND LOCATION

6" FIRE HYDRANT ASSEMBLY

6" DIP FIRE LINE

2" TYPE 'K' COPPER
DOMESTIC WATER LINE

CORE AND BOOT 3" FORCE MAIN CONNECTION
TO EXISTING MANHOLE AT 704.4
(MATCH FM INVERT TO CROWN OF OUTGOING PIPE)

GRAVITY SEWER INVERT
INTO WET WELL AT 681.14

TUNNEL FORCE MAIN WITHIN CRITICAL ROOT ZONE
OF EXISTING TREE TO REMAIN. PROTECT ROOTS
TO GREATEST EXTENT POSSIBLE (TYP.)

REFER TO PLUMBING DRAWINGS, SHEET P2
FOR SANITARY SEWER TIE-IN TO BUILDING

REFER TO PLUMBING DRAWINGS, SHEET P1
FOR DOMESTIC WATER TIE-IN TO BUILDING

6" SDR 35 PVC, ELEV 687.25 (-6 BFFE)
REFER TO PLUMBING DRAWINGS, SHEET P2
FOR SANITARY SEWER TIE-IN TO BUILDING
AND LATERALS CONFIGURATION

REFER TO PLUMBING DRAWINGS, SHEET P1
FOR DOMESTIC WATER TIE-IN TO BUILDING

6" SDR 35 PVC @ 3.61%

REFER TO MECH. DRAWINGS, SHEET M1
FOR HEAT PUMP DETAILS

REFER TO MECH. DRAWINGS, SHEET M1
FOR HEAT PUMP DETAILS

REFER TO MECH. DRAWINGS, SHEET M1
FOR HEAT PUMP DETAILS

APPROX. UNDERGROUND POWER ROUTING
(FOR REFERENCE ONLY, REFER TO

ELECTRICAL SITE PLAN)

ENTIRE INTERIOR AREA OF WET WELL AND VALVE
PIT SHALL BE COATED WITH 200 MIL OF WARREN
ENVIRONMENTAL 301-14 SPRAYABLE EPOXY

APPROX. LOCATION OF EXISTING FIRE
HYDRANT ASSEMBLY TO BE REMOVED
(SEE C150 FOR DEMOLITION DETAILS)

DOUBLE DETECTOR CHECK
BACKFLOW PREVENTER

6" SDR 35 PVC @ 1.00% MIN

DUMPSTER PAD DRAIN
SEE DETAIL NO. 18 ON C700

8"X6" REDUCER
CONNECT 8" PURPOSE DIP WATER
LINE TO EXISTING 6" WATER LINE

CONTRACTOR TO FIELD VERIFY
SIZE AND LOCATION

TAP SLEEVE ON EX. WATER LINE

2" TYPE 'K' COPPER DOMESTIC WATER LINE (TYP.)

8" TAPPING SLEEVE & VALVE
CONNECT PROPOSED 8" DIP WATER LINE
TO EXISTING 8" WATER MAIN TO INCREASE
AVAILABLE FLOW TO SITE WATER
DISTRIBUTION SYSTEM

CONTRACTOR TO FIELD VERIFY
LOCATION AND SIZE OF EXISTING WATER
MAIN FOR WATER LINE CONNECTION.

TUNNEL 8" CONNECTION WITHIN CRITICAL ROOT
ZONE OF EXISTING TREE TO REMAIN. PROTECT
ROOTS TO GREATEST EXTENT POSSIBLE (TYP.)

1" WATER METER

GENERATOR PAD
(REFER TO MEP FOR DETAILS)

VALVE

EXISTING TREE LINE
TO REMAIN (TYP.)

EXISTING TREE LINE
TO REMAIN (TYP.)

EXISTING TREE LINE
TO REMAIN (TYP.)

LIMITS OF DISTURBANCE (TYP.)
TREE PROTECTION FENCING (TYP.)

LIMITS OF DISTURBANCE (TYP.)
TREE PROTECTION FENCING (TYP.)

LIMITS OF DISTURBANCE (TYP.)

LIMITS OF DISTURBANCE (TYP.)

LIMITS OF DISTURBANCE (TYP.)

BEGIN TREE PROTECTION
FENCING (TYP.)

END TREE PROTECTION
FENCING (TYP.)

TREE PROTECTION FENCING (TYP.)

LIMITS OF 8" CONNECTION PROVIDED
TO INCREASE FLOW CAPACITY FROM
EXISTING WATER MAIN. EXISTING TREE LINE

TO REMAIN (TYP.)
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DESCRIPTIONDATENo.

OCONEE COUNTY
BOARD OF COMISSIONERS

06-03-26

07-10-26 GSWCC RESUBMITTAL

SDP REVIEW

07-30-26 OCWR RESUBMITTAL

08-14-26 OCWR RESUBMITTAL

08-14-26 GSWCC RESUBMITTAL

09-24-26 BID SET

SITE UTILITY PLAN

C500

GKC

26034

RELEASED  FOR
CONSTRUCTION

1. DO NOT DUPLICATE DRAWINGS WITHOUT PERMISSION.

2. READ THE SPECIFICATIONS.  THIS SET OF DRAWINGS AND SPECIFICATIONS
DEFINE PROJECT SCOPE AND CONTRACT REQUIREMENTS. INDIVIDUAL SHEETS
SEPARATED FROM THE SET MAY NOT ADEQUATELY REFLECT ALL INFORMATION
NEEDED TO SUITABLY COVER CERTAIN ITEMS. DO NO SEPARATE THIS SET OF
DRAWINGS INTO INDIVIDUAL SHEETS.

DO NOT BREAK OR DUPLICATE

CALL BEFORE YOU DIG

GEORGIA LAW MANDATES THAT, BEFORE BEGINNING ANY MECHANIZED DIGGING OR
EXCAVATION WORK, YOU MUST CONTACT GEORGIA 811 BY USING EREQUEST ON
WWW.GEORGIA811.COM OR BY CALLING 811 OR 1-800-282-7411 AT LEAST 48 HOURS BUT
NO MORE THAN 10 WORKING DAYS IN ADVANCE TO HAVE UTILITY LINES MARKED.

R

1. CONTRACTOR SHALL BE RESPONSIBLE TO SECURE THE SERVICES OF A
PRIVATE UTILITY LOCATOR FIRM DURING THE ENTIRE COURSE OF CONSTRUCTION.
CONTRACTOR SHALL PAY FOR SAID SERVICES.

2. CONTRACTOR SHALL IMMEDIATELY REPAIR ALL UTILITIES DAMAGED BY
CONSTRUCTION ACTIVITIES, AT NO ADDITIONAL COST TO THE OWNER.

3. THE UTILITIES SHOWN ARE SCHEMATIC AND FOR THE CONTRACTOR'S
CONVENIENCE ONLY.  THERE MAY BE OTHER UTILITIES NOT SHOWN ON THESE
PLANS.   THE DESIGN PROFESSIONAL ASSUMES NO RESPONSIBILITY FOR THE
LOCATIONS SHOWN AND IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO
VERIFY THE LOCATIONS OF UTILITIES WITHIN THE LIMITS OF THE WORK.   DAMAGE
TO EXISTING UTILITIES BY THE CONTRACTOR, FROM HIS/ HER OPERATIONS
SHALL BE IMMEDIATELY REPAIRED AT NO ADDITIONAL COST TO THE OWNER.

4. CONTRACTOR SHALL BE RESPONSIBLE FOR COMPACTION OF BACKFILL OF ALL
UTILITY TRENCHES WITHIN SITE WORK LIMITS.  THIS INCLUDES TRENCHES DUG AND
BACKFILLED BY LOCAL UTILITIES, SUCH AS POWER, GAS, TELEPHONE, ETC.
CONTRACTOR SHALL PROVIDE ADDITIONAL BACKFILL AND COMPACTION AS
NECESSARY, IF SETTLEMENT OCCURS.

UTILITY LOCATION NOTES

W

FH

TB

WV

UTILITY LEGEND
DOMESTIC WATER

FIRE MAIN

SANITARY SEWER - GRAVITY

SANITARY SEWER - FORCE MAIN

GAS LINE (FOR REFERENCE ONLY)

UNDERGROUND ELECTRIC LINE

FIRE HYDRANT ASSEMBLY

WATER VALVE

CONCRETE THRUST BLOCKING

SANITARY SEWER MANHOLE

CLEANOUT

F

SS

FM

G

UGE

CO

1. NOTIFY ALL UTILITY PROVIDERS 24-HOURS PRIOR TO THE BEGINNING OF UTILITY
DEMOLITION AND REMOVAL OR ADJUSTMENTS.

2. ALL WORK AND MATERIALS SHALL CONFORM TO CURRENT CITY OF
WATKINSVILLE STANDARDS.

3. CONTRACTOR SHALL SCHEDULE AN INSPECTION WITH CITY OF WATKINSVILLE
INSPECTORS BEFORE ANY WORK IS HIDDEN FROM VIEW.

4. CONTRACTOR SHALL CALL THE UTILITIES PROTECTION CENTER "CALL BEFORE
YOU DIG", TELEPHONE NUMBER 1-800-282-7411, BEFORE INITIATING EXCAVATION
ACTIVITIES.

5. CONCRETE THRUST BLOCKING SHALL BE PLACED AT ALL BENDS, TEES, AND
FITTINGS.

6. NO FENCES, STRUCTURES, TREES, OR OTHER OBSTRUCTIONS ARE ALLOWED IN
SANITARY SEWER EASEMENTS.

7. WATER LINES SHALL HAVE A MINIMUM COVER OF 4' (FEET) FROM FINISHED
GRADE.

8. WATER METERS SHALL BE INSTALLED IN CITY OF WATKINSVILLE RIGHT-OF-WAY
OR IN AN EASEMENT DEDICATED TO CITY OF WATKINSVILLE

9. BACKFLOW PREVENTERS SHALL BE INSTALLED IMMEDIATELY AFTER ALL WATER
METERS IN THE PROPERTY OWNER'S RIGHT-OF-WAY

10. HIGH INTENSITY LIGHTING FACILITIES SHALL BE SO ARRANGED THAT THE
SOURCE OF ANY LIGHT IS CONCEALED FROM PUBLIC VIEW AND FROM ADJACENT
RESIDENTIAL PROPERTY AND DOES NOT INTERFERE WITH TRAFFIC.

11. CONTRACTOR SHALL RELOCATE OR ADJUST AS NECESSARY ALL EXISTING
UTILITY APPURTENANCES (CLEAN OUTS, VALVE/METER BOXES AND/OR COVERS,
MANHOLES, ETC.) LOCATED WITHIN THE LIMITS OF CONSTRUCTION TO FINISHED
GRADE AT NO ADDITIONAL COST TO THE OWNER.

12. CONTRACTOR SHALL COORDINATE THE REMOVAL AND OR RELOCATION OF
EXISTING GAS AND WATER METERS, VALVES, LINES, POWER, TELEPHONE AND
CABLE  LINES THAT SERVICE THE EXISTING BUILDINGS WITH THE APPROPRIATE
UTILITY COMPANIES.

13. CONTRACTOR IS RESPONSIBLE FOR REPAIRING IMMEDIATELY ANY DAMAGE TO
AN ACTIVE UTILITY.

GENERAL UTILITY NOTES

ARP

09-24-2026

09-24-2026

G IOR
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PROFESSIONAL
No. 1636
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THE OWNER, ALL AT OWNER'S EXPENSE, SHALL CONSTRUCT THE IMPROVEMENTS
REQUIRED BY THE COUNTY FOR PUBLIC WATER AND PUBLIC WASTE WATER SERVICES
FOR SUBJECT PROPERTY AND SHALL CONVEY SAME TO THE COUNTY, FREE OF ALL
LIENS. SAID IMPROVEMENTS SHALL INCLUDE ALL ON-SITE IMPROVEMENTS AND SUCH
OFF-SITE IMPROVEMENTS AS ARE REQUIRED BY THE COUNTY TO PROVIDE SERVICE
TO SUBJECT PROPERTY.

OCONEE COUNTY NOTE

GRAPHIC SCALE & ORIENTATION

SCALE: 1"=30'-0"
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